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SPECIAL PROVISIONS 
FOR 

ASBESTOS ABATEMENT  
 

 
Johnson County 

HDP-3715(652)--71-52 
 
 

Effective Date 
April 19, 2016 

 
 
THE STANDARD SPECIFICATIONS, SERIES 2015, ARE AMENDED BY THE FOLLOWING 
MODIFICATIONS AND ADDITIONS. THESE ARE SPECIAL PROVISIONS AND THEY SHALL 
PREVAIL OVER THOSE PUBLISHED IN THE STANDARD SPECIFICATIONS. 

 
156041.01 DESCRIPTION 
Removal, transport, and disposal of asbestos containing materials for structures scheduled for demolition. 
Work shall be completed in accordance with Environmental Protection Agency (EPA) 40 Code of Federal 
Regulations (CFR) 61 Subparts A and M, National Emissions Standards for Hazardous Air Pollutants 
(NESHAP); applicable Office of Safety and Health Administration (OSHA) regulations under 29 CFR 1910 
(general industry) and 1926 (construction);  and all federal, state and local regulations as applicable. The 
work will be detailed in the contract documents. 
 
156041.02 QUALIFICATIONS AND IDENTIFICATION OF WORK 
 

A. Qualifications 
 

1. The Abatement Contractor shall have an adequate number of qualified personnel available 
for the project.  The work shall be performed by qualified, trained and Iowa-licensed 
asbestos abatement workers and and/or Iowa-licensed abatement contractor/supervisors, 
in accordance with Iowa 875, Chapter 155.  One Iowa-licensed abatement 
contractor/supervisor shall be dedicated for the duration of the project. 

 
2. The Contractor shall carry liability insurance for asbestos abatement work. 

 
3. Contractors shall not have been cited or been a defending party of any legal action for 

violation of asbestos regulations during the last 3 years. 
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156041.04 ABATEMENT  
 

A. Notification 
 

1. The Contractor shall send written notification, as required by EPA NESHAP asbestos 
regulations (40 CFR 61 Subpart M) and the IAC, to the Iowa Department of Natural 
Resources (IDNR) and the Iowa Division of Labor Services (IDLS) at least 10 working days 
prior to beginning work on abatement of asbestos-containing materials.  In addition, obtain 
all necessary authorizations for the work. Provide copies of all notification and authorization 
information to the Engineer prior to starting work.  

 
2. Specific reporting, authorization, and notification requirements may be specified in the 

contract documents.  
 

B. Removal 
 
1. Remove, transport, and dispose of all asbestos specified in the contract documents. 

Perform this work in compliance with current applicable local laws, rules, regulations, and 
ordinances and requirements of the U.S. EPA, OSHA, the Iowa DNR, and the Iowa 
Workforce Development. 

 
2. Comply with current EPA, State, and Federal regulations. At all times, take necessary 

precautions and provide necessary equipment to all persons employed on the project.  The 
Contractor is expected to be fully knowledgeable of these requirements.  

 
3. Provide workers licensed and trained in asbestos abatement according to Iowa 875, 

Chapter 155. All Class I and II Work (as defined by OSHA), including installation and 
operation shall be supervised by a competent person as defined in 29 CFR 1926.1101. 

 
4. The Contractor shall establish and demarcate regulated areas where Class I, Class II, and 

Class III asbestos work occur.  In addition, this may include any other adjoining area where 
debris and waste from such asbestos work may accumulate.  The Contractor shall provide 
warning signs at each approach to the regulated areas per OSHA requirements.   

 
5. The Contractor shall be responsible for preparing the entire work area for asbestos 

removal.  This includes preliminary work area preparation, work area isolation, and worker 
decontamination systems.   

 
6. Use amended water for wetting of asbestos-containing materials (ACM) prior to removal. 

 
7. The Contractor is responsible for providing all materials and equipment for worker 

decontamination.  Although not required on Class II outdoor work, a personal 
decontamination facility (shower) outside the work area where persons will enter or exit the 
work area is recommended. 

 
8. Salvage will not be permitted. 

 









http://www.iowadot.gov/erl/current/GS/content/1109.htm#Section110903B


 

Asbestos and Hazardous Materials Survey 
Report - Revised 
Iowa City Gateway Project 

North Dubuque Street, Park Road, and Park Road Bridge 
Iowa City, Iowa  

 
  December 8, 2015 

Terracon Project No.06157085 
 
 

 
 
 

Prepared for: 
The City of Iowa City 
Engineering Division 

Iowa City, Iowa  
     

Prepared by: 
 Terracon Consultants, Inc. 

Cedar Rapids, Iowa 
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APPENDIX A 
 

ASBESTOS INSPECTOR LICENSES 
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APPENDIX C 
 

LABORATORY ANALYTICAL REPORTS AND COCS 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



EMSL Analytical, Inc.
200 Route 130 North  Cinnaminson, NJ  08077

Phone/Fax: (800) 220-3675 / (856) 786-5974
http://www.EMSL.com / cinnasblab@EMSL.com

ACON77
041535095EMSL Order ID:

Customer ID:
Customer PO:
Project ID:

Attn: 

Proj: 06157085 / Iowa City Gateway / Dubuque Street/Park Road / Iowa City, Iowa

Phone:       (319) 366-8321
Fax:       (319) 366-0032
Collected:       11/24/2015
Received:       11/25/2015
Analyzed:       12/02/2015

Eric Harris
Terracon Consultants, Inc.
2640 12th Street Southwest
Cedar Rapids,  IA     52404

Summary Test Report for Asbestos Analysis of Bulk Material via EPA 600/R-93/116 Method via 
Polarized Light Microscopy

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-000101-CA5-001

Park Rd Bridge N.Side/2nd Guard Rail Post from W/Gray Sealant

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 0% 100% <1% ChrysotilePLM Gray
System_ID:

12/02/2015 0% 99.50% 0.50% Chrysotile400 PLM Pt Ct Gray
System_ID:

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-000201-CA5-002

N Side of Bridge/R Newell Post of 3rd Con. Pillar/Gray Sealant

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 0% 98% 2% ChrysotilePLM Gray
System_ID:

12/02/2015 0% 100% <0.25% Chrysotile400 PLM Pt Ct Gray
System_ID:

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-000301-CA5-003

S Side of Bridge/15th Guard Rail Post from E/Gray Sealant

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 0% 98% 2% ChrysotilePLM Gray/Silver
System_ID:

12/02/2015 0% 99.50% 0.50% Chrysotile400 PLM Pt Ct Gray/Silver
System_ID:

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-000402-MS5-004-Foam Pad

Park Rd Bridge W Side Abutment/N Side/Off White Foam Pad

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 0% 100%PLM Tan
System_ID:

None Detected

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-0004A02-MS5-004-Mastic

Park Rd Bridge W Side Abutment/N Side/Brown Mastic

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 0% 100%PLM Brown
System_ID:

None Detected

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-000502-MS5-005-Foam Pad

Park Rd Bridge Rail Side Abutment/N Face 4' AGS/Off White Foam Pad

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 0% 100%PLM Tan
System_ID:

None Detected

Test Report:EPAMultiTests-7.32.2.D  Printed: 12/02/2015 04:15PM Page 1 of 6



EMSL Analytical, Inc.
200 Route 130 North  Cinnaminson, NJ  08077

Phone/Fax: (800) 220-3675 / (856) 786-5974
http://www.EMSL.com / cinnasblab@EMSL.com

ACON77
041535095EMSL Order ID:

Customer ID:
Customer PO:
Project ID:

Summary Test Report for Asbestos Analysis of Bulk Material via EPA 600/R-93/116 Method via 
Polarized Light Microscopy

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-0005A02-MS5-005-Mastic

Park Rd Bridge Rail Side Abutment/N Face 4' AGS/Brown Mastic

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 0% 100%PLM Brown
System_ID:

None Detected

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-000602-MS5-006-Foam Pad

Park Rd Bridge E Abutment/ S Face above PVC/Off White Foam Pad

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 0% 100%PLM Gray
System_ID:

None Detected

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-0006A02-MS5-006-Mastic

Park Rd Bridge E Abutment/ S Face above PVC/Brown Mastic

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 0% 100%PLM Yellow
System_ID:

None Detected

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-000703-SG5-007

Park Rd Bridge/W Side Abutment 5/5th Guard from S/Black Rake Pad

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 10% 90%PLM Black
System_ID:

None Detected

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-000803-SG5-008

Park Rd Bridge/W Side Abutment 5/5th Guard S Side/Black Rake Pad

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 10% 90%PLM Black
System_ID:

None Detected

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-000903-SG5-009

West Side Abutment/Center/Black Rake Pad

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 10% 90%PLM Black
System_ID:

None Detected

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-001004-RF2-010

Park Rd Bridge W Abutment Hangor uner Bridge W.Sid/Tar Paper

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 15% 85%PLM Black
System_ID:

None Detected

Test Report:EPAMultiTests-7.32.2.D  Printed: 12/02/2015 04:15PM Page 2 of 6



EMSL Analytical, Inc.
200 Route 130 North  Cinnaminson, NJ  08077

Phone/Fax: (800) 220-3675 / (856) 786-5974
http://www.EMSL.com / cinnasblab@EMSL.com

ACON77
041535095EMSL Order ID:

Customer ID:
Customer PO:
Project ID:

Summary Test Report for Asbestos Analysis of Bulk Material via EPA 600/R-93/116 Method via 
Polarized Light Microscopy

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-001104-RF2-011

Hanger East of Sample #10/Tar Paper

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 15% 85%PLM Black
System_ID:

None Detected

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-001204-RF2-012

3rd Hanger East of West Abutment/Tar Paper

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 40% 60%PLM Black
System_ID:

None Detected

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-001305-CP2-013

Under Park Rd Bridge at W Abutment & S. Side/Cement Pipe

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 0% 67% 25% ChrysotilePLM Gray
System_ID:

8% Crocidolite
System_ID:

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-001405-CP2-014

Far West Run of Pipe Under Bridge/Cement Pipe

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 0% 60% 30% ChrysotilePLM Gray
System_ID:

10% Crocidolite
System_ID:

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-001505-CP2-015

E Pipe/E of Collar on Pipe on W Abutment/Cement Pipe

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 0% 70% 20% ChrysotilePLM Gray
System_ID:

10% Crocidolite
System_ID:

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-001606-SC2-016

Park Rd Brige S Side/W Abutment/Black Bituminous Coating

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 0% 100%PLM Black
System_ID:

None Detected

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-001706-SC2-017

On West Side/Black Bituminous Coating

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 10% 90%PLM Black
System_ID:

None Detected

Test Report:EPAMultiTests-7.32.2.D  Printed: 12/02/2015 04:15PM Page 3 of 6



EMSL Analytical, Inc.
200 Route 130 North  Cinnaminson, NJ  08077

Phone/Fax: (800) 220-3675 / (856) 786-5974
http://www.EMSL.com / cinnasblab@EMSL.com

ACON77
041535095EMSL Order ID:

Customer ID:
Customer PO:
Project ID:

Summary Test Report for Asbestos Analysis of Bulk Material via EPA 600/R-93/116 Method via 
Polarized Light Microscopy

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-001806-SC2-018

10' East of #17/Black Bituminous Coating

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 15% 85%PLM Black
System_ID:

None Detected

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-001907-CA5-019

Bottom Side of 45 elbow/E side of Bridge on PVC/Cream/Rose Colored Caulk

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 0% 100%PLM Tan
System_ID:

None Detected

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-002007-CA5-020

Left of Sample #019/Cream/Rose Colored Caulk

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 0% 100%PLM Tan
System_ID:

None Detected

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-002107-CA5-021

On top of 45 PVC elbow Near #019/Cream/Rose Colored Caulk

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 0% 100%PLM Tan
System_ID:

None Detected

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-002208-PI5-022

W Pipe at Eastern Mast Light Station Access/Black Tarry Pipe Coating

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 15% 85%PLM Black
System_ID:

None Detected

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-002308-PI5-023

E Pipe at Eastern Mast Light Pole Access/Black Tarry Pipe Coating

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 10% 90%PLM Black
System_ID:

None Detected

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-002408-PI5-024

Main Pipe of Sample #23/Black Tarry Pipe Coating

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 10% 90%PLM Black
System_ID:

None Detected

Test Report:EPAMultiTests-7.32.2.D  Printed: 12/02/2015 04:15PM Page 4 of 6



EMSL Analytical, Inc.
200 Route 130 North  Cinnaminson, NJ  08077

Phone/Fax: (800) 220-3675 / (856) 786-5974
http://www.EMSL.com / cinnasblab@EMSL.com

ACON77
041535095EMSL Order ID:

Customer ID:
Customer PO:
Project ID:

Summary Test Report for Asbestos Analysis of Bulk Material via EPA 600/R-93/116 Method via 
Polarized Light Microscopy

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-002509-SC5-025

Park Rd/Western Cross Walk/S Side/just W of Bridge/Black Expansion Joint

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 0% 100%PLM Black
System_ID:

None Detected

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-002609-SC5-026

Park Rd/Opposite Side of Sample #025/Black Expansion Joint

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 0% 100%PLM Black
System_ID:

None Detected

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-002709-SC5-027

Dubuque Rd/East of Sample #30/Black Expansion Joint

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 0% 100%PLM Black
System_ID:

None Detected

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-002810-SC5-028

Southeast Post for Chain Link Fence/N Side/Off-White/Cream Glue

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 0% 100%PLM Tan
System_ID:

None Detected

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-002910-SC5-029

Southeast Post for Chain Link Fence/S Side/Off-White/Cream Glue

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 0% 100%PLM Tan
System_ID:

None Detected

Client Sample ID:

Sample Description:

Lab Sample ID: 041535095-003010-SC5-030

Chain Link Fence/W of Dubuque St/10th Post S of N/Off-White/Cream Glue

DateTEST Non-Fibrous Asbestos CommentColor Fibrous 

Non-AsbestosAnalyzed

12/01/2015 0% 100%PLM Tan
System_ID:

None Detected

Test Report:EPAMultiTests-7.32.2.D  Printed: 12/02/2015 04:15PM Page 5 of 6



EMSL Analytical, Inc.
200 Route 130 North  Cinnaminson, NJ  08077

Phone/Fax: (800) 220-3675 / (856) 786-5974
http://www.EMSL.com / cinnasblab@EMSL.com

ACON77
041535095EMSL Order ID:

Customer ID:
Customer PO:
Project ID:

Summary Test Report for Asbestos Analysis of Bulk Material via EPA 600/R-93/116 Method via 
Polarized Light Microscopy

Analyst(s):

PLM (22)Andrew Coward

PLM (11)Samantha Rundstorm-Cruz

400 PLM Pt Ct (3)William Nguyen

Benjamin Ellis, Laboratory Manager
 or Other Approved Signatory

Reviewed and approved by:

EMSL maintains liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except 
in full, without written approval by EMSL. This test report must not be used to claim product endorsement by NVLAP or any agency of the U.S. 
Government. EMSL bears no responsibility for sample collection activities or analytical method limitations.  The laboratory is not responsible 
for the accuracy of results when requested to physically separate and analyze layered samples.  PLM alone is not consistently reliable in 
detecting asbestos in floor coverings and similar NOBs

Samples analyzed by EMSL Analytical, Inc. Cinnaminson, NJ NVLAP Lab Code 101048-0, AIHA-LAP, LLC-IHLAP Lab 100194, NYS ELAP 
10872, NJ DEP 03036
Report amended: 12/02/201516:15:10 Replaces initial report from: 12/02/201507:04:29 Reason Code: Client-Additional Analysis

Test Report:EPAMultiTests-7.32.2.D  Printed: 12/02/2015 04:15PM Page 6 of 6
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ANALYTICAL REPORT
TestAmerica Laboratories, Inc.
TestAmerica Cedar Falls
704 Enterprise Drive
Cedar Falls, IA 50613
Tel: (319)277-2401

TestAmerica Job ID: 310-70018-1
Client Project/Site: Gateway Project

For:
Terracon Consulting Eng & Scientists
2640 12th Street SW
Cedar Rapids, Iowa 52404

Attn: Eric Harris

Authorized for release by:
12/4/2015 10:32:04 AM
Angela Muehling, Project Manager I
angela.muehling@testamericainc.com

Designee for

Shawn Hayes, Project Manager II
(319)277-2401
shawn.hayes@testamericainc.com

This report has been electronically signed and authorized by the signatory. Electronic signature is
intended to be the legally binding equivalent of a traditionally handwritten signature.

Results relate only to the items tested and the sample(s) as received by the laboratory.
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